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Oak Hill Christian Service Camp

8451 Oak Hill Camp Road

Mechanicsville, Virginia 23111
804-779-3050

www.oakhillcamp.org
Glenn Foster, Camp Manager
Maintenance Report

Jan. 21 – Feb. 18, 2010

1.
Camp truck taken to Bill Talley Ford for recall repairs - leaking power steering fluid could have caused fire, even when parked and not running.\


2.
Removed fallen limbs from camp road and ditch line after snow storm.

3.
Hot water heater replaced in the camp house by Barry Talley.  He also installed a cutoff valve for the water heater inside the house. 

4.
Camp road snow plowed three times by Stanley Bosher. 

5.
Checked 38 screens at boys’ cabins and bathhouse; replaced 10 screens, repaired 7 screens and replaced 23 screen clips

7.
Inspected 46 window screens at girls’ area and bathhouse; removed 15 screens, have repaired and installed 4. I’ll try to repair the others, but will need to replace some.


8.
Two concrete curbs and three covers to be set by Mathews Well and Pump – one curb and cover at the new well, one curb and cover at the pool well,  and the third cover to replace cover on old abandoned well between the main building and the pump house.


9.
Mathews Well and Pump will also install a cutoff valve in the pump house to go between the pressure switch and the first bladder tank. 


10.
Repaired broken cold water main drain line in Canaan.

Respectfully submitted by,

Glenn Foster, Camp Manager
Oak Hill Christian Service Camp
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