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Oak Hill Christian Service Camp

8451 Oak Hill Camp Road

Mechanicsville, Virginia 23111
804-779-3050

www.oakhillcamp.org
Glenn Foster, Camp Manager
Maintenance Report

March 19 – April 15, 2009

1.
Closed 8 sink fixture valves, 2 bleeder and 5 drain valves in Canaan.


2.
Closed 4 valves and attached 2 main supply lines and 4 washing machine lines at Bethel.

3.
Reassembled 9 cutoff valves in girl’s restroom at Bethel. 

4.
Closed 9 bleeder caps and reassembled 1 cutoff valve in boy’s restroom at Bethel.

5.
Opened cold water supply line to hot water heater and main supply line valve in the pump house.

6.
Checked Canaan and Bethel for leaks and found one in the main supply line at Bethel which I repaired.

7.
Swept the Tabernacle. 

8.
Closed 12 bleeder caps, 9 drain valves, and reassembled fixture valves, turned on the water and reignited the propane burners in the tank less water heaters at Peter and Paul.

9.
Reassembled 12 cutoff valves replaced 4 shower drain plugs, reconnected 4 shower supply lines and closed 8 drain valves in Mary and Martha.

10.
Reassembled drain and supply lines for 2 outdoor water fountains at Bethany.


11.
Reassembled drains and supply lines for 2 outdoor water fountains at Canaan.


12.
Moved water fountain from Canaan to the Tabernacle and reconnected drain line and supply line to it.

13.
Vacuumed water from dining hall floor, after rain.  Leak in the wall in the kitchen around the supply lines where they come thru the wall. 

14.
Pumped water off pool cover at the old pool twice and refilled old pool twice.
Respectfully submitted by,

Glenn Foster, Camp Manager
Oak Hill Christian Service Camp

PS/March 2009 Maintenance Report
