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Oak Hill Christian Service Camp

8451 Oak Hill Camp Road

Mechanicsville, Virginia 23111
804-779-3050

www.oakhillcamp.org
Glenn Foster, Camp Manager
Maintenance Report

March 19 – April 15, 2010

1.
Closed 20 bleeder caps, closed 9 drain valves, replaced 4 beveled washers in shower cutoff valves, reinstalled 8 shower cutoff valves, installed 6 drain plugs, connected 4 shower supply lines, restarted 2 tank less water heaters, and ignited 2 propane heaters at Peter &  Paul (Boys' Bath House)

2.
Pulled up one commode at Peter, repaired broken floor flange, and reset the commode.

3.
Replaced one fill valve and one supply line at Paul.

4.
Replaced two electrical receptacles at Peter & Paul.

5.
Replaced 12 beveled washers, reinstalled 12 shower valves, reconnected 4 shower supply lines, replaced 4 drain plugs, closed 8 drain valves, restarted 2 tank less water heaters  and ignited 2 propane heaters in Mary and Martha (Girls' Bath House)

6.
Removed and replaced broken commode at Mary.


7.
Replaced leaking tank/bowl gasket, tank/bowl bolts, flush valve, fill valve, supply line and cutoff valve in commode at Martha.


8.
Matthew, Mark, Luke and John all vacuumed and wiped down by Connor Waters from the Mechanicsville Church of Christ.


9.
Leaves cleared out of the path leading from the ball field to the boys' cabin area. 


10.
Leaves cleared from around all four boys cabins, bathhouse and two paths.


11.
Leaves cleared from path to campfire area. 


12.
Leaves cleared from the campfire area (still need to get leaves from under the benches).

13.
Grass cut around Canaan and Bethany one time.


14.
Leak in the ice machine repaired by David Fletcher from “The Rock Church.”


15.
Swept Bethel one time.


16.
Swept boys restroom at Bethel one time, cleaned light fixtures, sinks and showers.

Respectfully submitted by,

Glenn Foster, Camp Manager
Oak Hill Christian Service Camp
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