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Oak Hill Christian Service Camp

8451 Oak Hill Camp Road

Mechanicsville, Virginia 23111
804-779-3050

www.oakhillcamp.org
Glenn Foster, Camp Manager
Maintenance Report

June 18 – Aug. 27, 2009

1.
Grass cut five times by Matthew and five times by Glenn. 

2.
Trimming done one time by Matthew and one time by Glenn.


3.
Old pool cover pumped off one time. 

4.
One 100-amp breaker and two 60-amp breakers burned and replaced in pump house by Donald Faris. 

5.
One 100-amp breaker shorted out by bat in Canaan and replaced by Brandon Ferguson. 

6.
Took all refrigerated foods that couldn’t be frozen to Food Bank in preparation for electrical work.

7.
Both main panel boxes in the pump house were replaced with Siemens panel boxes and all wiring transferred to new boxes by Steve Miller. 


8.
Main building A/C not working had to have breaker replaced by Midlothian Mechanical. 


9.
Cleaned kitchen and dining hall, swept and mopped floors, cleaned all refrigerators, and wiped surfaces and cabinets and drawers cleaned out by Lore Talley and Esther Nickens. 


10.
Timer for path lights to girls' cabin area wired in by Donald Faris.


11.
Moved small A/C from cooks' quarters to office. 


12.
Moved one 20-amp A/C to Rehoboth from cooks’ quarters and one 15-amp A/C to cooks' quarters.


13.
Replaced two fill tubes in commodes – one at Mary and 1 at Bethel 1.


14.
Replaced four fluorescent bulbs – two at Mary and two at Canaan. 


15.
Installed two fluorescent tube guards at Paul.


16.
Unclogged eleven commodes.


17.
Opened three clogged shower drains. 


18.
Pool water taken to be tested seven times – two times by Nikki, one time by Matthew, and four times by Glenn.

19.
4” PVC pipe repaired one time by Matthew. 


20.
Replaced dusk-to-dawn sensor on light at corner of Bethany.


21.
Replaced two dusk-to-dawn sensors on Mercury vapor lights - one at entrance to boys' cabin area and one at small pavilion near Canaan.


22.
Installed two plugs in panel boxes in pump house.


23.
Cleaned nine cabins one time.


24.
Cleaned two bathhouses one time.


25
Cleaned Canaan, new addition, and kitchen two times. 


26.
Cleaned Bethel one time. 


27.
Cleaned Bethany one time


28.
Replaced halogen bulb at Bethany. 


29.
Dug up and made repairs to broken sewer line at Bethel.


30.
Replaced 20-amp breaker in pump house with a 30-amp breaker.


31.
Request from Jr. High 2 deans to move to a different time period next year since two of them have children with birthdays during that week. 

Respectfully submitted by,

Glenn Foster, Camp Manager
Oak Hill Christian Service Camp
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